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PROPOSED CODE CHANGE (Check One)

|Z| Change to read as follows |:|Add to read as follows |:| Delete and substitute as follows |:| Delete without substitution

G2411.1.1 (310.1.1) CSST. Corrugated stainless steel tubing (CSST) gas piping systems shall be bonded to the electrical service
grounding electrode system at the point where the gas service enters the building. Table E3603.1 shall be used to size the bonding
conductor used to bond corrugated stainless steel gas tubing (CSST) to the electrical system.

REASON AND FISCAL IMPACT

In my opinion, the bonding of all piping systems should be done with the bonding jumper sized the same as the grounding electrode
conductor. In most of the homes today, that would entail a piece of #4 Cu. (200 ampere service) from the service equipment to the
CSST manifold. By using the verbiage from the 2009 IRC, there are no requirements to maintain the 2005 IRC required 2" of
clearance to other piping systems. Again in my opinion, the IRC should not be reflecting one or some of the manufacturer's
directions.
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